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EXISTING 300mm Ø & 375mm Ø FOUL
SEWERS TO BE DIVERTED FROM THIS

POINT THROUGH NEW 600mm Ø SEWER

FOUL NETWORK F2 OUTFALL TO EXISTING FOUL
SYSTEM LOCATED WITHIN RUANBEG
RESIDENTIAL AREA.

EXISTING TWIN 50mm Ø FOUL RISING MAINS
FROM EXISTING SCHOOL DIVERTED TO THIS

POINT TO FOUL NETWORK F1
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EXISTING TWIN 50mm Ø FOUL RISING MAINS
FROM EXISTING SCHOOL TO BE DIVERTED

FROM THIS POINT TO FOUL NETWORK F1

FOUL NETWORK 2 CONNECTION
TO RUANBEG CRESCENT.

FUTURE CONNECTION TO LIDL SITE.
PLANNING REF NO. 18273

FUTURE CONNECTION TO CANCER
TREATMENT CLINIC PLANNING REF
NO. 18149

CONNECTION TO EXISTING COUNCIL
WASTEWATER INFRASTRUCTURE
WITHIN HOSPITAL STREET.

2 N
O. 
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Ø F
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L R
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NG

 M
AIN

2 NO. 50Ø FOUL RISING MAIN

RISING MAIN SEWER MARKER
POSTS IN ACCORDANCE WITH

IRISH WATER WASTEWATER CODE
OF PRACTICE SECTION 3.5.22

RISING MAIN SEWER MARKER
POSTS IN ACCORDANCE WITH

IRISH WATER WASTEWATER CODE
OF PRACTICE SECTION 3.5.22

600 MH4CL: 100.041IL: 95.144

600 MH6CL: 99.771IL: 94.833

600 MH3CL: 99.563IL: 95.325

600 MH1CL: 99.406IL: 95.542

600 MH2CL: 98.786IL: 95.429

600 MH7CL: 97.694IL: 94.662

600 MH8CL: 96.659IL: 94.610

F MH20CL: 103.330IL: 101.884

F MH4CL: 103.308IL: 100.858

F MH3CL: 103.237 IL: 100.943

F MH2
CL: 103.217IL: 101.316

F MH1CL: 102.902IL: 101.550

F MH12CL: 102.812IL: 101.136

F MH5CL: 102.172IL: 100.550

F MH14CL: 102.084IL: 100.359

F MH19CL: 101.815IL: 99.121

F MH16CL: 101.699IL: 99.764

F MH15 CL: 101.691IL: 100.023

F MH7CL: 101.477IL: 98.679

F MH6CL: 101.374IL: 98.891

F MH18CL: 101.329IL: 99.368

F MH17CL: 101.262IL: 99.855

F MH13
CL: 101.612IL: 100.547

F MH8CL: 100.647IL: 98.503

F MH48CL: 100.077IL: 98.476

F MH9CL: 99.801
IL: 98.068

F MH11CL: 99.532IL: 97.547

EX F MH1CL: 99.510IL: 97.490

F MH47CL: 99.402IL: 98.006

F MH10CL: 98.840IL: 97.677

F MH21CL: 102.513IL: 100.930

F MH41CL: 102.446IL: 100.783

F MH49CL: 102.257IL: 100.657

F MH50CL: 101.906IL: 100.231

F MH42CL: 101.175IL: 99.535

F MH38CL: 101.292IL: 99.350

F MH28CL: 100.049IL: 97.899

F MH30CL: 99.843IL: 97.318

F MH27CL: 99.787 IL: 98.232

F MH39CL: 99.750IL: 97.837

F MH22CL: 99.681IL: 97.663

F MH29CL: 99.465IL: 97.616

F MH40CL: 99.132IL: 97.189

F MH36CL: 98.720IL: 97.336

F MH23CL: 98.491IL: 97.142

F MH31CL: 98.279IL: 96.652

F MH37CL: 98.241IL: 96.691

F MH32CL: 97.667
IL: 96.156

F MH24CL: 97.747IL: 96.840

F MH33CL: 97.412

IL: 96.025

F MH34CL: 97.055IL: 95.849

F MH25CL: 97.202IL: 96.537

F MH26CL: 97.008IL: 96.235

600 MH5CL: 99.464IL: 94.960

BLIND MANHOLE WITH TEMPORARY
BUNG INSTALLED TO OUTLET PIPE

BLIND MANHOLE WITH TEMPORARY
BUNG INSTALLED TO OUTLET PIPE
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FOUL NETWORK F2 OUTFALL TO EXISTING FOUL
SYSTEM LOCATED WITHIN RUANBEG
RESIDENTIAL AREA.
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FOUL NETWORK 2 CONNECTION
TO RUANBEG CRESCENT.

FUTURE CONNECTION TO LIDL SITE.
PLANNING REF NO. 18273

FUTURE CONNECTION TO CANCER
TREATMENT CLINIC PLANNING REF
NO. 18149

CONNECTION TO EXISTING COUNCIL
WASTEWATER INFRASTRUCTURE
WITHIN HOSPITAL STREET.
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2 NO. 50Ø FOUL RISING MAIN

600 MH4CL: 100.041IL: 95.144

600 MH6CL: 99.771IL: 94.833

600 MH3CL: 99.563IL: 95.325

600 MH1CL: 99.406IL: 95.542

600 MH2CL: 98.786IL: 95.429

600 MH7CL: 97.694IL: 94.662

600 MH8CL: 96.659IL: 94.610

F MH20CL: 103.330IL: 101.884

F MH4CL: 103.308IL: 100.858

F MH3CL: 103.237IL: 100.943

F MH2CL: 103.217IL: 101.316
F MH1CL: 102.902IL: 101.550

F MH12CL: 102.812IL: 101.136

F MH5CL: 102.172IL: 100.550

F MH14CL: 102.084IL: 100.359

F MH19CL: 101.815IL: 99.121

F MH16CL: 101.699IL: 99.764

F MH15CL: 101.691IL: 100.023

F MH7CL: 101.477IL: 98.679

F MH6CL: 101.374IL: 98.891
F MH18CL: 101.329IL: 99.368

F MH17CL: 101.262IL: 99.855

F MH13CL: 101.612IL: 100.547

F MH8CL: 100.647IL: 98.503

F MH48CL: 100.077IL: 98.476

F MH9CL: 99.801IL: 98.068

F MH11CL: 99.532IL: 97.547

EX F MH1CL: 99.510IL: 97.490

F MH47CL: 99.402IL: 98.006

F MH10CL: 98.840IL: 97.677

F MH21CL: 102.513IL: 100.930

F MH41CL: 102.446IL: 100.783

F MH49CL: 102.257IL: 100.657

F MH50CL: 101.906IL: 100.231

F MH42CL: 101.175IL: 99. 535

F MH38CL: 101.292IL: 99.350

F MH28CL: 100.049IL: 97.899

F MH30CL: 99.843IL: 97.318

F MH27CL: 99.787IL: 98.232

F MH39CL: 99.750IL: 97.837

F MH22CL: 99.681IL: 97.663

F MH29CL: 99.465IL: 97.616

F MH40CL: 99.132IL: 97.189

F MH36CL: 98.720IL: 97.336

F MH23CL: 98.491IL: 97.142

F MH31CL: 98.279IL: 96.652

F MH37CL: 98.241IL: 96.691

F MH32CL: 97.667IL: 96.156

F MH24CL: 97.747IL: 96.840

F MH33CL: 97.412IL: 96.025

F MH34CL: 97.055IL: 95.849

F MH25CL: 97.202IL: 96.537

F MH26CL: 97.008IL: 96.235

F MH35CL: 96.592IL: 95.694

F MH45CL: 96.013IL: 94.800

F MH44CL: 95.734IL: 95.097

F MH46CL: 190.980IL: 93.760

F MH43CL: 95.857IL: 95.353

600 MH5CL: 99.464IL: 94.960

BLIND MANHOLE WITH TEMPORARY
BUNG INSTALLED TO OUTLET PIPE

BLIND MANHOLE WITH TEMPORARY
BUNG INSTALLED TO OUTLET PIPE

NEW uPVC FOUL SEWER, DIAMETER

AND SLOPE INDICATED ON LAYOUT

LEGEND

NEW FOUL MANHOLE

NEW PRIVATE INSPECTION

CHAMBER AND DRAINAGE

FOUL SEWER DIVERSION Ø 600mm

2 NO. Ø 50 mm  FOUL RISING MAIN

DIVERSION, DUCTILE IRON PN16

EXISTING FOUL SEWERS

1000
C

17/04/'19

PHASE 1

OVERALL SITE FOUL SEWER STRATEGY LAYOUT

SL BM

BM CR

1:500 @ A0

1. DO NOT SCALE, USE FIGURED DIMENSIONS ONLY.

2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH THE

SPECIFICATIONS  AND ALL RELEVANT ARCHITECTS AND SERVICES

ENGINEERS DRAWINGS.

3. TEMPORARY PROPPING TO BE THE RESPONSIBILITY OF THE MAIN

CONTRACTOR.

4. ALL REDUNDANT SERVICES (PIPES, MANHOLES, CHAMBERS, GULLIES

ETC.) TO BE REMOVED.

5. ALL EXISTING MANHOLE COVERS & ROOFS TO BE ADJUSTED TO SUIT

NEW GROUND LEVELS.

6. RECESSED MANHOLES TO BE USED IN ALL AREAS WITH PAVIORS.

7. ALL STORMWATER & FOUL SEWERS WITHIN 1200mm OF FINISHED

GROUND LEVEL TO BE ENCASED IN MINIMUM 150mm 20N10 CONCRETE.

8. THE EXISTING SERVICES SHOWN ARE INDICATIVE BEFORE

CONSTRUCTION WORK COMMENCES THE CONTRACTOR IS TO

CAREFULLY LOCATE AND PROTECT ALL UNDERGROUND SERVICES IN

AREAS OF PROPOSED WORKS, AS PER SERVICE PROVIDER'S

GUIDANCE AND SPECIFICATION.

9. INDIVIDUAL WASTEWATER SERVICE CONNECTIONS TO BE PROVIDED

TO EACH PROPERTY BOUNDARY IN ACCORDANCE WITH IRISH WATER

DETAILS STD-WW-03 AND STD-WW13.

10. ALL WORKS TO BE IN COMPLIANCE WITH IRISH WATER CODE OF

PRACTICE FOR WASTEWATER INFRASTRUCTURE AND WASTEWATER

INFRASTRUCTURE STANDARD DETAILS.

11.REFER TO DRAWINGS R1831 - 1010 FOR FOUL NETWORK 1

LONGITUDINAL SECTIONS, R1831 - 1011 AND 1012 FOR FOUL NETWORK

2 LONGITUDINAL SECTIONS AND R1831 - 1013 FOR ALL FOUL AND

SURFACE WATER STRUCTURE DATA TABLES AND INFORMATION.

12.REFER TO DRAWING R1831 - 1001 FOR FOUL SEWER NETWORK 1 AND 2

LAYOUT AND DRAWING R1831 - 1009 FOR 600mm DIA AND 2 NO. 50mm

RISING MAIN DIVERSION LAYOUT.

13.UNPLASTICISED PVC PIPES AND FITTINGS SHALL COMPLY WITH THE

PROVISIONS IS EN 1401 2009/2012. PIPES TO BE APPLICATION AREA

CODE "UD", STIFFNESS CLASS 8 kN/m

2

. PROVISION FOR JETTING SHALL

BE BASED ON THE WRC SEWER JETTING CODE OF PRACTICE, JUNE

1997. PIPES TO BE CAPABLE OF RESISTING A MAXIMUM JETTING PUMP

PRESSURE OF 2,600 PSI (180 BAR) WITHOUT DAMAGE.

14.CONCRETE SEWER PIPES WITH SPIGOT AND SOCKET JOINTS AND

RUBBER RING FITTINGS SHALL COMPLY WITH IS EN 1916 (2002), BS

5911, PART 1 (2002-2010) AND IS 6 (2004) OR EQUIVALENT STANDARD,

STRENGTH CLASS 120 WITH MINIMUM CRUSHING LOADS IN

ACCORDANCE WITH TABLE 8 OF BS 5911-1 (2002-2010). ALL PIPES AND

FITTINGS SHALL HAVE GASKET TYPE JOINTS OF SPIGOT AND SOCKET

OR REBATED FORM.

R
1
8
3
1
-
1
0
0
0
C

 
O

v
e
r
a
l
l
 
F

o
u
l
 
S

e
w

e
r
 
S

t
r
a
t
e
g
y
 
L
a
y
o
u
t
.
d
w

g

COPYRIGHT AND OWNERSHIP OF THIS DRAWING IS VESTED IN GARLAND,

WHOSE PRIOR WRITTEN CONSENT IS REQUIRED FOR FOR IT'S

REPRODUCTION AND PUBLICATION TO ANY THIRD PARTY ©

ALL RIGHTS RESERVED BY THE LAW OF COPYRIGHT AND BY INTERNATIONAL

COPYRIGHT CONVENTIONS ARE RESERVED TO GARLAND ©

NO PART OF THIS DOCUMENT MAY BE REPRODUCED OR TRANSMITTED IN ANY

FORM OR STORED IN ANY RETRIEVAL SYSTEM OF ANY NATURE WITHOUT THE

WRITTEN PERMISSION OF THE CONSULTING ENGINEER AS COPYRIGHT

HOLDER EXCEPT AS AGREED FOR USE ON THE PROJECT FOR WHICH THE

DOCUMENT WAS ORIGINALLY ISSUED.

DRG. No. REV.

NOTES

TITLE:

STATUS:

DESCRIPTIONDATEREV

DWG

BY

APP/

CHK

DRAWN: DES. BY:

CHK. BY:

A0 SCALE:

APP. BY:

JOB No.

QUALITY
I.S. EN ISO 9001:2008

NSAI Certified

DATE:

PROJECT:

ARCHITECT:

CLIENT:

D U B L I N

T: +353 1 4964322

E: info@garlandconsultancy.com W: www.garlandconsultancy.com

INTERNATIONAL

T: +353 61 319708

L I M E R I C K

T: +353 61 319708

W A T E R F O R D

T: +353 51 876511

PLANNING APPLICATION

RKD ARCHITECTS

59 NORTHUMBERLAND ROAD

DUBLIN 4

R1831

BALLYMOUNT PROPERTIES LTD.

RESIDENTIAL AND NEIGHBOURHOOD CENTRE

DEVELOPMENT (PHASE 1) AT FORMER MAGEE

BARRACKS

FOUL NETWORK DRAINAGE STRATEGY

40,130°

N

S

E

W

N

S

E

W

PIPE LABELS

1.000, 1:200
(PIPE REFERENCE NO.), (PIPE SLOPE)

CANCER TREATMENT CENTRE,
PLANNIING REF NO.  18149

LIDL, PLANNIING REF
NO.  18273

HOSPITAL STREET

FOUL NETWORK 1

FOUL NETWORK 2

PHASE 2

A 20/05/'19 IRISH WATER DESIGN QA COMMENTS BM CR

B 29/05/'19 ISSUED FOR ABP PLANNING BM CR

C 04/07/'19 RED LINE BOUNDARY REVISED JC CR


	Sheets and Views
	1000


